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State of New Hampshire

DEPARTMENT OF ENVIRONMENTAL SERVICES

6 Hazen Drive, P.O. Box 95, Concord, NH 03302-0095

(603) 271-3503 FAX (603) 271-5171

7, 2004May
LETTER OF DEFICIENCY #WSEB 04-065
Certified Mail #70000600002399326467

James Espinola
Old Lawrence Road LLC
PO Box 43
Pelham, NH 03076

Subject: Pelharn -Public Water System: Kirlin Place (EPA#1852080)

Dear Mr. Espinola

The records of the NH Department of Environmental Services (DES) show that Kirlin Place
water system is classified as a public water system (PWS), as defined by RSA 485: l-a. A PWS
is defined as any water system supplying 15 or more services, or 25 or more people for 60 or
more days per year. As such, the water system owner is required to submit samples according to
the system's established Master Sampling Schedule to the State laboratory or a State-certified
laboratory in compliance with NH Administrative Rule Env-Ws 321 through 330.

The federal Environmental Protection Agency promulgated new radionuclide rules governing the
acceptable levels of radionuclides in the Nation's community public water systems.
Consequently, DES recently adopted new rules in conformance with the federal requirements.
New ma-ximum contaminant levels (MCLs) were established and additional requirements
instituted for the currently regulated radionuclides. As a result of the new regulatory
requirements, prompting a review of historical water quality data by senior DES staff, we

determined that the following have been in violation.
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DES believes the MCL violation(s) can be corrected and future violations prevented by taking
the following actions:

1 By June 3,2004, provide public notice of the exceedence(s) following the guidelines on
the enclosed public notice handout. Continue providing public notice each calendar
quarter for as long as the exceedence occurs; and

2 Upon request, you shall make alternate (i.e. bottled) water available for human
consumption. Ifbottled water is used, the source must be an approved source, monitored
in accordance with Env-Ws 389;

3 By May 27, 2004, provide proof of public notice to this office following the guidelines
on the enclosed public notice handout.

4 By June 3,2004, retain the services of a qualified consultant to address the water quality
violation(s) and notify DES, in writing, of the name of the consultant hired. The
consultant should review all existing water quality data prior to making recommendations
for correcting the MCL violation(s); and

5 By July 19,2004, submit to DES the consultant's report, which shall contain the
consultant's recommendations, and cost estimates, along with an implementation
schedule to correct the MCL yiolation(s). A maintenance schedule must be included if
treatment is proposed. DES must aDDroye the consultant's rmort/recommendations. the
maintenance schedule. and the DroDosed imDlementation schedule nrior to any w
being done on the system; and

By the DES-approved correction date, take the corrective action as approved by DES.
Notify DES in writing upon completion of the action(s) taken; and

6

7. Continue to sample in accordance with your Master Sampling Schedule, which has been
modified to include quarterly sampling for all radionuclide(s) through 2007.

In the event compliance is not achieved within this perio~ DES may take further enforcement
action. These actions include issuing an order requiring the deficiencies to be correcte~
initiating an administrative fine proceeding, and/or referring the matter to the NH Department of
Justice for imposition of appropriate penalties.

The infom1ation as requested above should be addressed as follows or faxed to (603) 271-5171:

Anne Bailey
Department of Environmental Services

Water Supply Engineering Bureau
29 Hazen Drive, PO Box 95

Concord, NH 03302-0095
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It is important to also note that while a Radon standard has not yet been fmalized, your levels
have ranged from 20,471 -98,000 pCi/L. The most recent Federal standard proposed was 4,000
pCi/Llf.a Multimedia Mitigation Program (MMM) was in effect for that community. Without
such an MMM program the maximum acceptable Radon level in drinking water could not
exceed 300 pCi/L.
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Rene Pelletier, P .G., Manager

Land Resource Programs
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Encls: Master Sampling Schedule
Public Notice Form

cc: Gretchen Ro Hamel, DES Legal Unit Adininistrator (w/out encl.)
Bernie Lucey, P .Eo, DES (via email w/out enclo)
Jeanne Do Lawson, DES (w/out enclo)
Town ofPelham Health Officer (w/out encl.)
Mark Widdison, US Water Consultants, Inc., Primary Operator/Primary Contact
Beth Deabay, EPA Region I (via email w/out encl.) ..

EPA, Region I (w/out encl.)
File
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